
 
 
 
 
 
  
 
 
 
 
 

 

Missouri Department of Transportation 
David B. Nichols, Director 

 

573.751.2551  
Fax: 573.751.6555 
1.888.ASK MODOT (275.6636) 

   
               ADDENDUM 001 

Request for Bid 
Versailles Mechanics Building Addition 

RFB 9-150422KH 
 

Bidders should acknowledge receipt of Addendum 001 (ONE) by signing and 
including it with the original bid. The due date for receipt of bids has not changed by 
this Addendum; the due date is April 22, 2015 2:00 PM Central Time. Accordingly, 
the following clarifications, and or additional information, are believed to be of general 
interest to all potential bidders.  All other terms and conditions remain unchanged and 
in full force. 
 

Name and Title of Signer 
(Print or type) 
 
 
 
 

Name and Title of Department Authority
 
Kristi Hixson 
General Services Senior Specialist 

Contractor/Offeror Signature 
 
 
___________________________________
(Signature of person authorized to sign) 

Department of Transportation  
 
Kristi Hixson 
___________________________________ 
(Authorizing Signature) 

Date Signed:   Date Signed:4/15/2015  
 

 
Replace Specification 16108 CONDUIT 
 
 A. All interior wiring above grade shall be installed in electrical metallic 

tubing with screw coupling fittings. 
 B. All interior wiring below slab shall be Galvanized Rigid Steel conduit.  

Schedule 40 PVC conduits may be used if approved by 
Owner/Architect.  If PVC is used the last two feet to point of emergence 
shall be Galvanized Rigid Steel conduit with grounding bushing and a 
grounding conductor sized according to ART. 250-95 of the National 
Electrical Code shall be installed. 

 C. Wiring in office areas shall be concealed, wiring in shop and storage 
areas shall be installed on surface. 



 

 D. All exterior wiring shall be in galvanized Rigid Steel Conduit. 
 E. Type MC cable with grounding conductor or type AC cable may be used 

for 6 foot fixture whips. 
 
 
Question:  What is the estimate for this project? 
 
Answer: The range for the cost of this project is $50,000 - $100,000. 
 
 
Question:  When do you anticipate this project beginning? 
 
Answer: It is anticipated the notice to proceed will be approximately 30 days after 

bid opening. 
 
 
Question:  The 3-Ceiling Cassettes for HVAC the print shows they have wireless 

stats, but do they need control wire to outdoor HP unit or power to each 
ceiling cassette? 

 
Answer: The electrical power for the 2’ x 2’ cassettes is from the exterior heat 

pump unit.  These units need power but extra circuits are not needed.  
The mechanical contractor is responsible for that power connection. 

 
 
Question:  Can MC cable be used inside sheetrock walls? 
 
Answer: See specification 16108 above. 
 
 
 


